
（1）Inserting the Discharge Thermostat, please confirm that the Well Pipe has been filled with the Silcone Grease.

（2）Combine Plug and Discharge Thermostat as shown in Figure ①,inserting the Discharge Thermostat into

        the  bottom of the Well Pipe.

（3）After inserting the Discharge Thermostat , please insert the Plug into the Well Pipe for sealing, the Plug

       should be exposed less than 5mm(edge included).

（4）Discharge Thermostat fixed as shown in Figure ②，Wiring reference wiring diagram E-0912-DSC-0(P14).

 

4.3 Discharge Thermostat installation requirements

DISCHARGE  THERMOSTAT 

PLUG 

（A-0501-DSC） 

WELL  PIPE 

SILCONE  GREASE 

① 

② 

6


